Implications of Human Performance and Perception under Tonal Noise Conditions on Indoor Noise Criteria by Wang, Lily M & Ryherd, Erica E.
University of Nebraska - Lincoln 
DigitalCommons@University of Nebraska - Lincoln 
Architectural Engineering -- Faculty Publications Architectural Engineering and Construction, Durham School of 
7-2008 
Implications of Human Performance and Perception under Tonal 
Noise Conditions on Indoor Noise Criteria 
Lily M. Wang 
University of Nebraska - Lincoln, lwang4@unl.edu 
Erica E. Ryherd 
University of Nebraska - Lincoln 
Follow this and additional works at: https://digitalcommons.unl.edu/archengfacpub 
 Part of the Architectural Engineering Commons 
Wang, Lily M. and Ryherd, Erica E., "Implications of Human Performance and Perception under Tonal 
Noise Conditions on Indoor Noise Criteria" (2008). Architectural Engineering -- Faculty Publications. 20. 
https://digitalcommons.unl.edu/archengfacpub/20 
This Article is brought to you for free and open access by the Architectural Engineering and Construction, Durham 
School of at DigitalCommons@University of Nebraska - Lincoln. It has been accepted for inclusion in Architectural 
Engineering -- Faculty Publications by an authorized administrator of DigitalCommons@University of Nebraska - 
Lincoln. 
Implications of human performance and perception under tonal
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This research investigated differences in task performance and perception under six
non-time-varying ventilation-type background noise spectra with differing tonality. The results were
related to five indoor noise criteria systems: noise criteria, balanced noise criteria, room criteria,
room criteria mark II, and the A-weighted equivalent sound pressure level LAeq. These criteria
systems are commonly used in the U.S. building industry, but concerns exist over whether they are
appropriate for all noise situations. Thirty test subjects completed three types of performance tasks
typing, reasoning, and math and answered questions about their perception of the indoor
environment under each noise condition. Results showed that performance scores did not change
significantly across the six noise conditions, but there were differences in subjective perception. For
example, perception trends for tonality, annoyance, and distraction changed based on the frequency
and prominence of discrete tones in noise. However, these perceptual changes were not fully
reflected in the criteria level or spectral quality ratings. Additionally, task performance was related
to subjective perception but not to criteria level predictions. As a result, the authors suggest that the
current criteria should be modified to account for the frequency and prominence of tones in
background noise. © 2008 Acoustical Society of America. DOI: 10.1121/1.2932075
PACS numbers: 43.50.Ba, 43.50.Jh, 43.50.Qp BSF Pages: 218–226
I. INTRODUCTION
An important design consideration of any space is that
of background noise, as ambient sound is something building
occupants readily encounter in their everyday environments.
Heating, ventilating, and air-conditioning HVAC systems
constitute a primary source of noise and subsequent com-
plaints. Several indoor noise criteria systems are currently
used to quantify the background noise in buildings resulting
from HVAC systems. Some of the more popular methods are
noise criteria NC,1 balanced noise criteria NCB,2 room
criteria RC,3 room criteria mark II RC mark II,4 and
A-weighted equivalent sound pressure level LAeq.5 These
criteria are used by acoustical consultants, noise control en-
gineers, mechanical system designers, architects, and others.
Detailed descriptions and comparisons of these five cri-
teria are available in several sources, i.e., Refs. 6–12. As a
brief overview, these systems provide an evaluation of the
overall level of noise, given as a single number rating. The
rating is found by comparison of the measured background
noise to a defined set of sound pressure level versus fre-
quency curves. NCB, RC, and RC mark II also include qual-
ity descriptors that give an indication of the spectral charac-
ter of the sound. NCB and RC indicate the presence of
rumble excessive low frequency energy and hiss excessive
high frequency energy, as well as noise induced vibration.
RC mark II also indicates the presence of roar excessive
midfrequency energy and evaluates occupant acceptance
through a calculation of the quality assessment index QAI.
The QAI is found based on the range of energy-averaged
spectral deviations between the measured noise and the RC
contour levels.
The criteria are commonly used to set background noise
goals and diagnose noise problems in buildings. However,
the appropriate applications of these criteria have been called
into question due to several factors. Previous studies have
shown that there can be large differences among indoor noise
criteria predictions for the same spectrum, 8,9,13 leaving the
end user unsure as to which system to rely on. As a result,
preferences among building designers and standards as to
which criterion to use varies greatly. This is immediately
apparent from a review of the criteria guidelines set by sev-
eral sources.12,14,15
Several limitations also exist in the current criteria. A
primary shortcoming is insufficient characterization of dis-
crete tones16 and variance over time, which are commonly
found in building HVAC noise. A project is underway which
investigates these limitations in the criteria and evaluates the
general ability of these systems to relate to occupant percep-
tion and performance under a variety of HVAC noise condi-
tions. This paper discusses one study in the overall project
that focused on tonality in background noise.
II. PREVIOUS RESEARCH
Several recent studies have investigated the relationship
between subjective impression of ambient noise and mea-
sured sound spectra, with some evaluation of indoor noise
criteria.17–24 Ayr et al. examined the effectiveness of several
criteria methodologies using questionnaires and in situ office
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noise measurements. They found that LAeq generally per-
formed well in evaluating occupation response to ventilation
noise.22,23 The studies by Tang et al. also found LAeq to be
generally well correlated with subjective auditory sensation,
with other metrics performing well in certain
circumstances.18–21 Tang and Wang noted that many of their
measured spectra contained some degree of tonality, but a
detailed investigation of such was not the focus of their
work.21
Despite these previous studies generally supporting
LAeq, other studies have demonstrated limitations in the
metric.17,25 Persson et al. demonstrated that annoyance per-
ception differed for ventilation noises with similar LAeq rat-
ings but differing low frequency content,17 supporting the
concept that LAeq is less suited for spectra having strong low
frequency components.26 Ayr et al. noted that the good per-
formance of LAeq in their previously described studies may
be in part due to the large number of hissy spectra
included.23 In addition to the types of noise conditions ex-
amined, the differences in comparing previous work can also
be partially attributed to the testing methodologies. Regard-
less, a clear consensus on the performance of the various
criteria has not been reached, and additional investigations of
their limitations are warranted.
Much work has been conducted on loudness and annoy-
ance of tones in noise,27–32 but little has been done to corre-
late these with commonly used indoor noise criteria systems.
Modern HVAC systems are replete with examples of pure
tones. Certain types of mechanical equipment, such as mo-
tors and fans, can emit lower frequency tones. Research in-
dicates that higher frequency pure tones may also be
disturbing.31,32
Other research has examined how background noise im-
pacts task performance. Although a lot of work has been
done on how high levels of noise affect productivity,33–35 the
pool of research examining how typical office background
noise affects worker performance is more limited. The effect
of excessive low frequency background noise on task perfor-
mance has been the topic of several projects.30,36–43 Some of
the conclusions from these studies are that task performance
can be affected by background noise and the frequency char-
acter of the noise is an important consideration. These stud-
ies provide important information about the relationship be-
tween noise and performance but generally do not relate the
results to indoor noise criteria.
The current research expands upon previous work by
evaluating the ability of five criteria methods to relate to task
performance and subjective perception under ventilation
systems-induced background noise. The goal of the research
was to investigate whether significant changes in subjective
response existed when comparing six noise conditions with
differing tonality yet similar criteria rating. The results are
used to provide insight into future criteria modifications with
regards to tonality.
III. METHODOLOGY
A. Testing chamber
A floor plan of the experimental test chamber is shown
in Fig. 1. The room is 26.5 m3 and furnished as a typical
office with carpet, gypsum board wall construction, and
acoustical ceiling tiles. It exhibits a reverberation time of
0.25 s at 500 Hz. The sound field can be controlled in the
test chamber, which has a low naturally occurring LAeq of
35 dB. The surrounding structure of the test chamber
achieves STC 47 to minimize noise intrusions. To ensure
maximum isolation, the spaces immediately surrounding the
test chamber were unoccupied during testing, with the excep-
tion of a researcher sitting quietly in an adjacent room. The
chamber was maintained at comfortable working conditions
of approximately 20 °C and 764 lx at the work plane.
The intent was to present the noise in such a manner that
it would be perceived as similar to typical ventilation sys-
tems sound. Noise conditions were presented with an Arm-
strong iceiling™ overhead panel loudspeaker that supplied
the primary mid- to high frequency energy and a JBL
Northridge™ E250P subwoofer that supplied the primary
low frequency energy. Neither loudspeaker was immediately
identifiable as audio equipment. The iceiling™ loudspeakers
look like acoustical lay-in ceiling tiles and the subwoofer
was covered in acoustically transparent fabric and placed in
the corner of the room to resemble an end table. An Arm-
strong iceiling™ D2001 digital processor and an Armstrong
D4100 amplifier were used for mixing and amplification. At
the conclusion of the study, subjects reported that they
thought that the noise sounded like mechanical systems, and
that it was coming from the ventilation, pipes, or the duct-
work.
B. Noise conditions
The effects of six different background noise conditions
were examined. Under each noise condition, subjects com-
pleted three types of tests and a subjective perception ques-
tionnaire. The noise conditions were presented in random
order for each subject. The spectra of the six noise conditions
are shown in Figs. 2–5:
1 Midlevel neutral condition see Fig. 2: broadband noise,
simulated with −5 dB/octave band slope, intersecting
40 dB at 1000 Hz.
2 120 Hz tonal condition, PR=5 see Fig. 3: broadband
noise with a tonal component at 120 Hz, measured from
an existing facility, with the overall LAeq equalized to
47 dB. The prominence ratio PR of the tone is 5.44 The
source was a wall mounted heat pump in cooling mode.
SUBJECT
SUBJECT
OVERHEAD
PANEL
LOUDSPEAKER
SUBWOOFER
3.
4
m
3.0 m
FIG. 1. Plan view of the test chamber setup not to scale. Floor to ceiling
height is 2.6 m.
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3 120 Hz tonal condition, PR=9 see Fig. 3: similar to
signal 2, with the PR of the tone increased to 9.
4 235 Hz tonal condition, PR=5 see Fig. 4: broadband
noise with a tonal component at 235 Hz, measured from
an existing facility, with the overall LAeq equalized to
46 dB. The PR of the tone is 5. The source was a labo-
ratory fume hood.45
5 235 Hz tonal condition, PR=9 see Fig. 4: similar to
signal 4, with PR of the tone increased to 9.
6 595 Hz tonal condition, PR=9 see Fig. 5: broadband
noise with a tonal component at 595 Hz, measured from
an existing facility, with the overall LAeq equalized to
47 dB. The PR of the tone is 9. The source was a screw
compressor.
Previous research demonstrates that the sound level af-
fects performance and perception, so to highlight differences
due to tones rather than level, all noise conditions in this
study were set to a similar overall LAeq.10,11 An important
difference between noise condition 2 versus 3 and condi-
tion 4 versus 5 is the tonal PR. The PR is a ratio of the
power of the critical band centered on a tone compared to the
mean power of the two adjacent critical bands.44 The 1995
version of the ANSI S1.13 standard states that tones were
considered prominent or clearly audible if the PR is greater
than or equal to 7. The noise conditions in this study were
selected based on this standard to fall both below and above
the prominence limit at PR=5 and PR=9. However, more
recent research indicates that even higher PR values may be
required for a tone to be considered prominent, particularly
for lower frequencies.46
The measurements shown in Figs. 2–5 were made at the
test subject’s location using a Larson Davis 824 sound level
meter. The values shown represent an average of measure-
ments taken at the two work stations over several measure-
ment trials on multiple days. The difference between stations
was no greater than 3 dB LAeq on average and the sound field
surrounding each subject was relatively uniform to within
3 dB LAeq.
Noise condition 1 was simulated in previous work.10,47
Conditions 2–6 were recordings. Some manipulation of
these recorded signals was necessary, primarily because the
equalization of the system had to remain preset at certain
levels across frequency to facilitate automated playback. The
noise conditions were calibrated by digitally filtering the raw
recorded audio files by using COOL EDIT 2000 software until
the one-third octave band equivalent sound pressure levels
measured in the test chamber closely matched those recorded
in the real-life spaces, as shown in Figs. 3–5.
The indoor noise criteria ratings calculated for the six
noise conditions are provided in Table I. Although the tonal
frequency and prominence differed between the noise condi-
tions, there was little difference in the noise criteria ratings
due to the overall sound levels being similar.
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FIG. 3. Color online One-third octave band spectrum of 120 Hz tonal
noise conditions 2 PR=5 and 3 PR=9, as measured in the real instal-
lation and the test chamber.
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FIG. 4. Color online One-third octave band spectrum of 235 Hz tonal
noise conditions 4 PR=5 and 5 PR=9, as measured in the real instal-
lation and in the test chamber.
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FIG. 5. Color online One-third octave band spectrum of 595 Hz tonal
noise condition 6 PR=9, as measured in the real installation and in the
test chamber.
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FIG. 2. Color online Octave band spectrum of midlevel neutral noise
condition 1, as measured in the test chamber.
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C. Subjects
Thirty subjects 15 male and 15 female participated in
this study. The subjects were prescreened in accordance with
methods previously used by the authors.47 A GSI 17 audiom-
eter was used to verify that all the subjects had hearing
thresholds below 25 dB hearing level from 125 Hz to 8 kHz.
A Keystone ophthalmic telebinocular was used to evaluate
visual function. All subjects were found to have a minimum
typing ability of 20 /min words by using SKILLCHECK soft-
ware.
D. Experimental procedure
Each subject attended six 55 min sessions on six sepa-
rate days, with each subject scheduled at approximately the
same time on all days when possible. The session length was
selected based on previous research by the authors that ex-
amined the influence of exposure time on task performance
and questionnaire results.47 Results from the previous study
indicated that performance did not change significantly over
testing sessions ranging from 20 min to 4 h, but shorter
noise exposures 20 min may have allowed for more com-
parison between sequential noise conditions. Therefore, in
this study, subjects were only exposed to a single noise con-
dition per testing day to minimize biasing effects.
A flowchart of the experimental procedure for a single
testing session is shown in Fig. 6. Subjects completed paper-
based tasks for the first 25 min. These tasks were developed
from the verbal portion of the Graduate Record Examination
GRE test. To limit the total amount of data collected, these
tests were not scored, although subjects were operating under
the assumption that they would be. The intent was to allow
subjects to adjust to the background noise while staying
mentally active. Two sequences of task performance tests
and a subjective rating portion followed the paper-based
task. Two subjects completed testing at the same time when-
ever possible and were not allowed to communicate with
each other during testing.
E. Performance tasks
Task performance was evaluated under each noise con-
dition using three types of computer-based tests developed in
previous work by the authors.47 Participants in the previous
study were excluded from participating in the current study.
The testing software was developed by the SKILLCHECK
company.48 Multiple versions of each task were developed
and all subjects completed all versions of the tests with the
order of presentation randomized for each subject. The mul-
tiple versions were carefully developed to be approximately
equal in length and difficulty based on standardized testing
metrics.47
The typing test required the subjects to retype printed
paragraphs. Analysis of these tasks was based on the net
typing speed, which accounted for the typing speed and the
number of errors made. The grammatical reasoning task re-
quired the subjects to determine if a given statement cor-
rectly described the order of a letter sequence.40,42,49 For ex-
ample, the subject may have been presented with the
following: CA—C is before A true or false. The answer is
“true” because the sentence correctly describes the letter
combination. The math task consisted of math statements
and short word problems. Subjects were allowed to use paper
and pencil, but no calculators.
TABLE I. Indoor noise criteria ratings of the six noise conditions used. N=neutral, R=rumbly, H=hissy, V
=vibrational, LF=excessive low frequency, MF=excessive midfrequency, HF=excessive high frequency.
Noise condition
Indoor noise Criteria rating
NC NCB RC RC mark II LAeq
1
Midlevel neutral
40 38 N 40 N 40 HF,
marginal
47
2
120 Hz tonal, PR=5
40 38 N 41 N 41 HF,
marginal
47
3
120 Hz tonal, PR=9
44 38 R 41 N 41 HF,
marginal
48
4
235 Hz tonal, PR=5
41 37 H 40 N 40 HF,
objectionable
46
5
235 Hz tonal, PR=9
42 37 R,H 41 N 41 HF,
marginal
47
6
595 Hz tonal, PR=9
43 37 R,H 39 H 39 N,
acceptable
47
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FIG. 6. The experimental sequence in time for a single noise condition.
25 min of adaptation were followed by 30 min of performance testing and
perception rating questionnaires, for a total time of 55 min.
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F. Subjective perception questionnaire
After each set of computer tasks, subjects completed a
questionnaire about their perception of the testing environ-
ment. The questionnaires were developed in previous re-
search by the authors.47 Eight noise questions asked specifi-
cally about loudness, rumble, roar, hiss, tonality, fluctuations
over time, distraction, and annoyance. Subjects were also
asked five questions about air freshness, temperature com-
fort, air movement, lighting, and work station comfort. The
only factor changing in the room was the noise; temperature,
lighting, etc., were all controlled to be relatively constant,
although subjects did not know what specifically was chang-
ing in the room. The additional questions on the non-noise
conditions were included to divert attention somewhat away
from the acoustics. Estimations were based on a seven-point
discrete scale.
Prior to the testing session, subjects completed a training
module in which they were exposed to several of the ques-
tionnaire terms. The module described “rumbly,” “roaring,”
and “hissy” noise as containing excessive low, mid-, and
high frequencies, respectively. They listened to correspond-
ing audio samples of band-limited white noise covering the
16–63 Hz, 125–500 Hz, and 1–8 kHz octave bands. They
also listened to a “tonal” broadband noise with a tone at
500 Hz. No specific instructions were given on any other
descriptors included in the questionnaire.
IV. RESULTS
Linear mixed models, analysis of variance ANOVA,
and Pearson product moment correlations r were used to
assess the differences in performance task scores, subjective
ratings, and noise criteria predictions using SPSS
software.50,51
A. Subjective perception questionnaires versus
criteria level ratings
Subjective perception of loudness, annoyance, distrac-
tion, rumble, roar, hiss, fluctuations, and tonality were com-
pared to the criteria level ratings. Very few statistically sig-
nificant relationships were found, in part because the criteria
level ratings were not changing markedly, as shown in Table
I. Conditions with higher LAeq were perceived as louder F
=4.96, p0.05, more annoying F=3.83, p0.05, and
more rumbly F=8.69, p0.01. These results agree with a
previous study by the authors.10
Conditions with higher RC and RC mark II level ratings
were perceived as more roaring F=4.86, p0.05 and less
hissy F=39.97, p0.01. It might be expected that some of
the conditions with the highest RC mark II level ratings
would be rated as roaring based on the perception rating, but
this was not the case. RC does not provide a roaring descrip-
tor. Based on the perception results, it might also be expected
that some of the conditions with the lowest RC and RC mark
II level ratings would be rated as hissy. Interestingly, the
condition with the lowest RC and RC Mark II level rating
condition 6: high frequency tonal, 595 Hz, PR=9 was
rated hissy by RC but not by RC mark II.
Conditions with higher NC level ratings were perceived
as more tonal F=7.46, p0.01 and fluctuating F=9.56,
p0.01 by subjects. Possibly there is some link between
perception of fluctuation and tones or the spectral quality of
these conditions. The tonal finding makes sense based on the
NC level ratings shown in Table I. NC levels were slightly
higher for tonal conditions 3–6 as compared to the non-
tonal condition 1. The NC rating also increases slightly as
the PR increases from condition 2 120 Hz tonal, PR=5 to
condition 3 120 Hz tonal, PR=9 and from condition 4
235 Hz tonal, PR=5 to condition 5 235 Hz tonal, PR
=9. Although the NC rating appears to be sensitive to tonal-
ity in this study, it still may not be an ideal choice of descrip-
tors for all tonal environments. A tonal component in an
octave band can dictate the overall rating due to the tangen-
tial nature of the NC methodology. In background noise sce-
narios where the tones are even more prominent than those
presented in this study, the NC level rating may shift to a
level rating that is not representative of the perceived overall
loudness of the background noise. Also, as will be shown
later in Sec. IV C 2, condition 1 NC 40 was perceived as
significantly louder than two other conditions with similar
criteria ratings condition 2, NC 40 and condition 4, NC
41.
B. Task performance results
1. Task performance versus criteria level ratings
No significant relationships were found between typing,
reasoning, and math scores and individual criterion predic-
tions of level. This result is in agreement with previous re-
search by the authors which used 12 nontonal conditions and
different types of performance tasks.10,11 In previous work, it
was hypothesized that the fact that performance scores were
not significantly related to the criteria ratings may indicate
that these criteria do not fully reflect occupant response to
background noise. In this study, however, caution must be
used in interpreting results due to the small change in the
criteria level ratings as previously mentioned.
2. Task performance versus subjective perception
Previous research by the authors indicated that perfor-
mance and perception were related to each other.10,11,47 Ex-
ample significant results from current study are depicted in
Figs. 7 and 8 and summarized below:
• Typing performance decreased as subjects perceived the
noise to be more distracting F=18.75, p0.01, more
annoying F=14.19, p0.01, more rumbly F=13.52, p
0.01, more roaring F=5.21, p0.05, or more fluctu-
ating F=3.81, p0.05. These trends are in the expected
direction.
• Reasoning task performance decreased as subjects per-
ceived the noise to be more rumbly F=4.81, p0.05.
This trend is in the expected direction. However, perfor-
mance improved as subjects perceived noise as more roar-
ing F=7.19, p0.01 or more hissy F=25.86, p0.01.
• Math task performance improved as subjects perceived the
noise to be more roaring F=9.45, p0.01 or more hissy
F=8.91, p0.01.
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As shown in Fig. 7, typing speed slowed down as sub-
jects perceived noise as more annoying. This result is in
agreement with previous research by the authors which used
12 nontonal conditions and different types of performance
tasks.10,11
Figure 8 shows the reasoning task scores improving as
subjects perceived the noise as more roaring. This result is
quite interesting when compared to previous research by the
authors that examined primarily nontonal background
noises.47 In both the current study and the previous one, math
and reasoning performance improved with perception of in-
creasing roar, while typing performance decreased. Given the
repeatability of these results, it is possible that performance
was negatively impacted by midfrequency noise perception
on the more routine task i.e., typing, whereas subjects were
forced to concentrate on the more difficult tasks i.e., reason-
ing and math and therefore performed better. However, as
stated in an earlier publication, one should not conclude that
more roaring spectra necessarily produce better performance
on certain tasks.10 Instead, one may conclude that the test
subjects participating in this laboratory study wished to per-
form well on their tasks and may have produced better test
scores by concentrating harder on specific tasks in the roar-
ing scenarios presented in these studies.
C. Influence of noise condition
Also of interest was whether significant differences in
task performance scores and subjective perception ratings
existed between the various noise conditions despite their
similar criteria ratings. This section contains results of
ANOVA, Mauchly’s sphericity, and Bonferroni post hoc
tests.50,51
1. Noise condition vesus task performance
Results showed no significant effect of noise condition
on task performance scores. Figure 9 shows the reasoning
and math task scores averaged across all subjects for each of
the six noise conditions. The change in scores between dif-
ferent noise conditions is not statistically significant. Similar
nonsignificant results were obtained for the typing task. It
might be expected that subjects would perform worse when
comparing any of tonal conditions 2–6 to nontonal con-
dition 1, when comparing a less prominent tonal condition
to a more prominent tonal condition such as from conditions
2 and 3 or from conditions 4 and 5. Trend directions
were as expected in some instances and not in others.
Previous work has demonstrated that the types of noises
being compared can largely influence results. Landström et
al. found no significant difference in performance on a figure
identification test when comparing a broadband ventilation
noise to a second broadband ventilation noise with a tone
added at 100 Hz both at LAeq=40 dBA.30 However, when
comparing the tonal noise to the same noise with a masking
pink noise 41 dBA added in the frequency range of
50–200 Hz, they found a tendency toward better perfor-
mance, higher wakefulness, higher annoyance, and lower tol-
erated levels under the pink noise added exposure.30 The fact
that differences were seen when comparing the tonal noise to
the masked noise but not when comparing the tonal noise to
the broadband noise indicates that the types of noise condi-
tions used play a strong role. In the current research project,
more obvious differences in task performance across the
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data at these points; nonetheless, the overall trends were significant.
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FIG. 8. Subjective roar perception ratings, averaged across all subjects and
conditions vs reasoning task score. Reasoning performance scores increased
as subjects perceived noise as more roaring p0.01. Standard error of the
mean bars are shown.
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FIG. 9. Mean reasoning and math task scores, averaged across all subjects
for each noise condition. The difference in performance scores across noise
conditions was not statistically significant. Similarly, differences in typing
task scores were nonsignificant. Standard error of the mean bars are shown.
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various noise conditions may have been observed with
greater differences in the PR between the paired signals.
It is also apparent in examining Fig. 9 that the subjects
scored higher overall on the reasoning task. This result is in
agreement with previous research by the authors.47 A more
difficult administration of this task or the others may have
resulted in greater variance in scores under the different
noise conditions.
2. Noise condition versus subjective perception
An analysis was conducted to determine whether subjec-
tive perception of tonality, loudness, annoyance, and distrac-
tion differed from one noise condition to another. Example
significant results are provided in Table II and are described
below.
Figure 10 shows the mean subjective tonality and loud-
ness perception ratings for the six noise conditions. Results
showed a main effect of signal on subjective tonality percep-
tion ratings F=4.84, p0.01. Although a significant differ-
ence in tonality was perceived between the paired 235 Hz
tonal conditions 4 and 5, a difference was not signifi-
cantly perceived between PRs for the lower frequency
120 Hz tonal conditions 2 and 3. This falls in line with
Hellweg, Jr. and Nobile’s study which determined that low
frequencies require a higher PR for the tone to be considered
prominent around 18 dB for 120 Hz.46 As shown in Fig.
10, the general trend direction was for condition 3 to be
perceived as more tonal than condition 2.
Tonality perception results also indicated that condition
5 235 Hz tonal with a higher PR was more tonal than the
neutral noise condition 1. Not all of the tonal conditions
were perceived as significantly more tonal than condition 1,
though, which again supports the higher PR values recom-
mended for tonal prominence by Hellweg, Jr. and Nobile.46
As shown in Fig. 10, the general trend direction was for the
tonal conditions to be perceived as more tonal than condition
1, with the exception of condition 4 midfrequency tonal
noise, 235 Hz, PR=5.
Results showed a main effect of signal on subjective
loudness perception ratings F=3.40, p0.05. The neutral
noise condition 1 was perceived as louder than the two
PR=5 tonal conditions conditions 2 and 4. This indi-
cates that the overall level of the broadband frequency com-
ponent had to be louder to compensate for the tonal contri-
bution. Thus it makes sense that the PR of 5 for conditions
2 and 4 was not enough to “match” the loudness of con-
dition 1, but with the PR of 9 as seen in conditions 3, 5,
and 6, the loudness is perceived as approximately equal to
broadband condition 1.
Results also showed a main effect of signal on subjec-
tive annoyance F=2.57, p0.05 and distraction percep-
tion ratings F=2.32, p0.05. The trends for the mean sub-
jective annoyance and distraction perception ratings were
similar to the loudness trend shown in Fig. 10. Although
statistically significant relationships were not observed, the
general trends were for the mean annoyance and distraction
perception ratings to be higher for the PR=9 exposures as
compared to their PR=5 counterparts. However, the trend
showed that tonal conditions 2–6 were not perceived as
generally more annoying or distracting than condition 1.
Previous studies have shown that a pure tone in noise can
make the noise more annoying.27,31 For example, Landström
et al. found that annoyance increased when comparing a
broadband noise to a tonal noise.31 The effect was more
prominent with a high frequency 1000 Hz tone, whereas
the effects of a low frequency 100 Hz tone were more un-
clear. It is possible that in this study, because subjects per-
ceived condition 1 as being approximately as loud or
louder than conditions 3, 5, and 6 as shown in Fig. 10,
they also perceived condition 1 as being equally or more
annoying and distracting than the nontonal conditions.
Differences in annoyance may have also been expected
when comparing the tonal frequencies 120, 235, 595 Hz.
Landström et al. investigated which tonal frequencies in ven-
tilation noise were found to be the least and most annoying.32
Subjects listened to a ventilation noise and were told to ad-
just a tone frequency at 40 dBA to the lowest and highest
annoyance within the frequency range of 35–500 Hz. Sub-
jects found 58 Hz to be the least annoying and 380 Hz to be
the most annoying. The higher frequency was also correlated
to higher discomfort and lower performance. Despite the
lack of significant findings, the trend in the current study was
TABLE II. Example statistically significant differences in perception be-
tween the six noise conditions used, *p0.05.
Subjective
perception
descriptor
Statistically significant perception differences
between noise conditions
Annoyance 1 Midlevel neutral
was more annoying than→
Condition 4
235 Hz tonal, PR=5
Loudness 1 Midlevel neutral
was louder than→
Condition 2
120 Hz tonal, PR=5
and→ Condition 4
235 Hz tonal, PR=5
Tonality 3 120 Hz tonal, PR=9
was more tonal than→
Condition 4
235 Hz tonal, PR=5
5 235 Hz tonal, PR=9
was more tonal than→
Condition 1
midlevel neutral
and→ Condition 4
235 Hz tonal, PR=5
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FIG. 10. Mean subjective tonality and loudness perception ratings, averaged
across all subjects for each noise condition. The tonality scale ranges from
1=no tones to 7=very noticeable tones, and the loudness scale ranges from
1=very quiet to 7=very loud. Standard error of the mean bars are shown.
224 J. Acoust. Soc. Am., Vol. 124, No. 1, July 2008 E. E. Ryherd and L. M. Wang: Implications of tonal response on criteria
for condition 5 235 Hz tonal, PR=9 to be perceived as
slightly more annoying and distracting than the other tonal
noise conditions 120 and 595 Hz.
V. CONCLUSIONS
The influence of tones in background noise on human
task performance and subjective perception and the relation-
ship to noise criteria was analyzed in this study. As in previ-
ous research, clear relationships between performance and
criteria level predictions were not observed.10,11 In addition,
few statistically significant relationships existed between
subjective perception and criteria level ratings. The lack of
significant relationships may have been due in part to the fact
that there was very little difference in the criteria level rat-
ings of the signals. Subjective perception of noise was sig-
nificantly related to task performance scores, though.
Although significant differences in performance were
not observed between the noise conditions, there were some
differences in perception. Statistically significant relation-
ships were not observed in all the expected cases, but the
perception trends were generally as expected with higher PR
PR=9 conditions perceived as more tonal, louder, more
annoying, and more distracting than their counterpart PR
=5 conditions. It appeared that the perceived loudness of the
nontonal condition may have contributed to perceived an-
noyance and distraction of this condition. Therefore, a trade-
off between loudness and tonality perception is required to
fully match perception of adverse response.
This study provided insight into how the tonality of
background noise can impact task performance and percep-
tion. Overall, the indication is that although there were no
significant differences in performance between the various
noise conditions, there were differences in perception. These
differences in perception are not adequately reflected in the
criteria methods analyzed. Although the six noise conditions
used in this study contained different tonal qualities, and
were thus perceived as significantly different in some cases,
there was essentially no change in the criteria level ratings
across the noise conditions. Although there were minor
changes in the criteria spectral quality descriptors across the
noise conditions, it is difficult to relate these easily or accu-
rately to tonality.
Putting performance aside for a time, if a primary goal
of a criterion is to relate to occupant perception, the existing
criteria should be modified to account for tonality, including
frequency and prominence. However, more research is
needed before specific modification recommendations can be
made, using different noise scenarios, types of tasks, and
noise metrics. Due to the few statistically significant tonality
perception findings in this study, it would be advantageous to
develop a criterion from a set of data that has a greater range
of subjective response. Future work could include a greater
variety of noise conditions that include changes in both level
and tonality in addition to a wider range of tonal frequency
and prominence.
Existing tonal metrics can be tested against the data,
such as the PR, tone-to-noise ratio,44 the Joint Nordic
method,52 or Aures’ model of tonalness, all of which are
detailed by Hastings et al.,53 are also recommended. Depend-
ing on how well the tonal metrics are correlated with subjec-
tive response, it may then be possible to develop a combined
criterion which accounts for both level and tonality. Another
option would be to incorporate the tonal recommendation
given by ANSI.14 This suggests that if a pure tone is detected
in noise, then the tone level should be at least 5 dB less than
the level in the octave band of the NCB or RC criterion
curve in which it falls. However, this guideline has not been
widely adopted or incorporated into design standards. Per-
haps a numerical penalty could be applied to a criterion
when this recommended guideline is not met.
The process of improving the noise criteria should con-
tinue as more information becomes available on how occu-
pants respond to indoor noise. Ultimately, the goal of any
background noise criterion is to accurately reflect occupant
response to noise to ensure that acoustical problems in build-
ings are correctly diagnosed, abated, or prevented. Addi-
tional consideration of tonality and other acoustical factors
not yet fully accounted for such as variance over time will
improve the performance of these commonly used tools.
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